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Fire Extinguisher Details - BS BUILDING
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Type

Sticker

Pressure

BS 1 | Fire Extinguisher CO2 2 KG | Outdated and needs to be | Needle within the green
renewed zone

BS 2 | Fire Extinguisher CO2 2 KG | Outdated and needs to be | Needle within the green
renewed zone

BS 3 | Fire Extinguisher CO2 2 KG | Outdated and needs to be | Needle within the green
renewed zone

BS 4 | Fire Extinguisher CO2 2 KG | Outdated and needs to be | Needle within the green
renewed zone

BS 5 | Fire Extinguisher CO2 2 KG | Outdated and needs to be | Needle within the green
renewed zone

BS 6 | Fire Extinguisher CO2 2 KG | Outdated and needs to be | Needle within the green

renewed

zone




